
Introduction
The SENSOR PLUS™ Drop Tube Switch with 
Heater has been designed to work with the Model 
55, 75, 90, and HMC FLEX-AUGER® Fill 
Systems.

The SENSOR PLUS™ Drop Tube Switch with 
Heater has a built in heater to dissipate moisture 
around the sensor.

The SENSOR PLUS™ Drop Tube Switch with 
Heater can be installed to the Control Unit Funnel 
or in-line on the Drop Tube.

Wiring Diagram
See diagram at right.

1. Black wire from Drop Tube Switch to 
terminal number 6 in the FLEX-AUGER 
Control.

2. White wire from Drop Tube Switch to 
terminal number 3 in the FLEX-AUGER 
Control.

3. Red wire from Drop Tube Switch to 
terminal number 5 in the FLEX-AUGER 
Control.
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SENSOR PLUS™ Drop Tube Switch with Heater
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Time Delay Adjustment
The time delay is set at the factory at 10 to 15 seconds.

1. Select a time delay range for the SENSOR PLUS 
switch. The ranges are:

0 0 to 5 minutes
1 0 to 10 minutes
2 0 to 30 minutes
3 0 to 60 minutes

2. With power applied, locate the Time Delay Red 
Light in the junction box. A slow blinking light 
means that the time delay is long.

3. Turning the Time Delay Adjustment counter-
clockwise will shorten the time delay and make 
the light blink faster, turning the Time Delay 
Adjustment clockwise will lengthen the time delay and make the light blink slower.

SENSOR PLUS Drop Tube Switch Parts List

Item Description Part No. Item Description Part No.
1 Screw Assembly 46314 9 1/2'' Water Tight Connector 23779
2 Machined Sensor with Heater 46312 10 Plastic Conduit Lock Nut 43662
3 #6-32 Nut 771 11 Adjustment Decal 2526-409
4 Machined Junction Box 42627-1 12 Machined Junction Box Cover 46313
5 Gasket 6777 13 Danger/Product Identification Decal 2529-771
6 Sensor Plus Circuit Board with Heater 46161 14 Drop Tube Housing 46315
7 Junction Box Bottom Cover 6956 15 Cord Assembly 4999-106
8 #10 Screw 28075
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CONTACT RATINGS:
1 H.P.  @ 220 VAC

Do not open this control
box until electrical power is
disconnected at circuit breakers.

ELECTROCUTION HAZARD!
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